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ENCLOSURE IN OPEN POSITION
Frame constructed of 1 1/2" x 1 1/2" x 3 /16" steel angle.

Mo 9 flattened expanded metal, (welded to angle iron).
3/8" diameter U-BOLT for padlocking.
Lifting handles.

Wash enclosure assembly with Sherman Williams 119-S-SW, apply two coats of

Sherman Williams primer KA70P, then apply acrylic enamel KEMAQUA 280, F78WX-G
or approved equal.

NOTES:
1. Confirm clearance prior to installation to verify box can be opened without restriction,
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